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	Company Name
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	Question
	Response
	DNOs’ comments

	Q1
	Comments are welcome on any part of the draft Distribution Code, G98 and G99.  Please comment in the manner that is most convenient to you.  Specific word templates are available in the consultation pack for making detailed drafting comments on, but please do not feel constrained to use them.
	Comments are provided in the template, below
	

	Q2
	Do you have any general comments on how effectively the RfG requirements have been incorporated into GB documents and is there any aspect that needs modifying before final publication?
	-
	

	Q3
	Are there any comments on the G99 drafting points that are listed in section 2.3.3 above?
	Please see the detailed comments on G98 and G99, below
	

	Q4
	Do you have any comments on the draft common application form included in the consultation pack, or on the envisaged connexion and compliance assessment process?
	-
	

	Q5
	Please indicate (ASAP, ie before the closing date of 01/02/18 if possible) if you have any views relating to the logic or re-ordering etc of the forms in G99’s annexes
	It is unclear whether generators rated above 50kW may be type tested. 
The forms do not seem to apply to asynchronous non-inverter type generators.
Further detailed comments are provided on specific G98 and G99 below.
	There is now no upper limit,  apart from that of practicality, on type testing.  Induction generators are generally treated as synchronous machines for some aspects of compliance etc.  This is dealt with in the text at the start of A2 in G99.

	Q6
	Guidance Note 3 in the Distribution Code relating to Stirling engines had expired.  It is proposed to extend this now until the RfG is effective from 18/05/19.
	
	






Please provide comments relating to the specific technical content of G99
	Page No
	Line No
	Clause/ Subclause
	Paragraph Figure/ Table
	Type 
of comment (General/ Technical/Editorial)
	COMMENTS
	Proposed change
	OBSERVATIONS OF THE SECRETARIAT
on each comment submitted

	G98 
p8
	149-152
	2.9
	1
	T
	What do out of scope generators need to comply with?
	Out of scope generators shall comply with EREC G99
	Text modified

	G98
p10
	191
	3.1
	1
	E
	BS7671 - Should the edition number be specified? This will become out of date quickly.
	Omit edition number
	Text modified

	G98
p11
	242
	3.1
	15
	E
	IEC 60909-1 – Should the edition number be specified?
	Omit edition number
	Text modified

	G98
p11
	245
	3.1
	16
	E
	IEC 62282-3-2 – Should the edition number be specified?
	Omit edition number
	Text modified

	G98
p11
	259
	3.2
	2
	E
	G5 – should the issue number be specified? This document is currently being modified.
	Omit issue number
	Text modified

	G98
p13
	308
	4
	(a)
	T
	The “area typically served by a single Low Voltage feeder circuit” is ambiguous 
	Replace with “the area served by a single Low Voltage feeder circuit”
	Text changed

	G98
p14
	347
	4
	
	T
	Droop – the words do not make sense to me. The “change in frequency” is not referred to as “nominal frequency”. The change in Active Power is not “referred to as Registered Capacity”. 
	Use the definition in G99
	Definitions aligned

	G98
p15
	381
	4
	
	T
	LFSM-O – No definition has been provided
	Provide definition
	Definition aligned with G99

	G99
p8
	22
	2.1
	2
	T
	This statement seems to contradict the Forward which allows generators to be connected under G99 prior to 17th May 2019.
	Re-word to allow generators to be connected to G99 in advance of 17th May 2019
	Footnote added to provide clarification

	G99
p8/9
	39
	2.3
	
	G
	Some <16A generators are out of scope of G98. What are the requirements for these generators?
	Please clarify
	They are either type tested, or they cannot be connected in parallel – lines 41-43 make this clear.  Suggest no change.

	G99
p11
	102
	3.2
	
	E
	BS7671 - Should the edition number be specified?
	Omit edition number
	Edition number deleted

	G99
p11
	135
	3.2
	
	T
	BS EN 60044-1 has been superseded by BS EN 81869-2
	Please update
	[bookmark: _Hlk505282385][bookmark: _Hlk505282473]Replaced with BS EN 61869 Instrument transformers. Additional requirements for current transformers.

	G99
p12
	183
	3.3
	
	E
	G12 - should the issue number be removed?
	Omit issue number
	Issue number deleted

	G99
P13
	
	
	
	G
	A definition for Rapid Voltage Change (in accordance with P28/2) should be added
	Add the P28/2 definition for Rapid Voltage Change.
	It is not obvious that we need to do this.  If we make reference to P28, it is covered in there.  Suggest no change.

	G99
p21
	539
	4.1
	
	T
	Step Voltage Change – the definition from P28/2 should be used

	Replace definition with the P28/2 version.
	It is very close (albeit not identical) to the new P28.  It is not clear what benefit would be achieved by the substitution.  Suggest no change at this time.  

	G99
P23
	618
	4.1?
	
	E
	Should the following section (Examples) have a dedicated clause number and title?
	Consider creating a section called  “4.2  Examples of Power Generating Module Types”
	Heading included::
4.2	Illustrative examples of Power Generating Module types and categorisation

	G99
p25
	646
	4.1?
	Fig 4.3 a)?
	E
	Diagram does not have a reference or title
	Add reference / title
	They are part of Figure 4.2 title which is at the bottom of the a), b) and c). 

	G99
p25
	652
	4.1?
	Fig 4.3 b)?
	E
	Diagram does not have a reference or title
	Add reference / title
	As above

	G99
p35
	882
	6.1.5.2
	Fig 6.2
	E
	Existing generator should be commissioned to G98 or G99
	Correct Figure
	Correct figure included

	G99
p43
	1067
	6.4.1.4
	
	T
	The DNO will almost certainly need additional information to assess the power quality impact of HV connected generators rated below 300kW and non-type tested LV generators rated below 50kW.
	Remove the final paragraph of 6.4.1.4
	This is long standing DPC7.3 text.  Concern that harmonic data is needed for smaller generators.  This may need to be addressed in a future modification.

	G99
p49
	1323
	7.5.2
	2nd sentence
	G
	“this will result in voltage rises of a 6th of those created by a single phase connected Power Generating Module”. The preceding statement is not necessarily correct. The relative voltage rise will depend on a number of factors including the network configuration, the location, magnitude and phasing/ balancing of other load / connections and the relative impedance of the phase conductors and neutral conductors.
	[bookmark: _Hlk505272296]“this is likely to result in significantly lower voltage rises than those created by a single phase connected Power Generating Module” 
	Change to text made

	G99
p50
	1368 and 1370
	7.7.1
	
	G
	The use of “Generator” suggests that Voltage Management Units are only applicable to Generator installations
	Replace Generator with Customer
	Whilst G59 referred to Customer in this area we have attempted to be consistent with the use of the terms Generator and Customer in G99.  We only use Customer where we are referring to someone other than the Generator.  In this case this text is applicable to the Generator (only Generators will be reading this document) and hence we do not propose to change the text.

	G99
p51
	1372
	7.7.2
	
	G
	As previous comment
	Replace Generator with Customer
	As above

	G99
p57
	1490
	78.3.1
	
	E
	The term “ESI” is no longer used. 
Normally the document issue number is omitted
	“EREC G12”
	Replaced with ENA and removed issue number.

	G99
p65
	1700
	9.3
	
	E
	Should this section be moved under the Power Quality section?
	Consider moving to the power quality section.
	Arguably it’s separate issue. Pros and cons of moving it – so on balance no change at this time.

	G99
p65
	9.3
	1700
	9.3
	G
	The new version of P28, P28/2, specifies planning levels and compatibility levels for step voltage change and rapid voltage change
	Change title to Step Voltage Change and Rapid Voltage Change
	Rapid V change added.  Added definition of RVC from draft P28:
rapid voltage change (RVC): change in root mean square (RMS) voltage over several cycles

	G99
p65
	9.3.1
	1701
	
	G
	“Step Voltage Change”
	Replace with Step Voltage Change and Rapid voltage Change
	RVC included

	G99
p65
	9.3.2
	1707
	
	G
	The limits in P28/2 are not “typical”. 
Also “Step Voltage Change” should be replaced by “Step Voltage Change and Rapid Voltage Change”
	Remove “typical”
Replace with “Step Voltage Change” with “Step Voltage Change and Rapid voltage Change”
	Typical deleted, RVC included

	G99
p65
	9.3.3
	1710
	
	G
	This phenomenon is captured by the term Rapid Voltage Change 
	Replace “is not easily captured by the definition of Step Voltage Change used in this document” with:
 “is captured by the term Rapid Voltage Change”
	Reworded as:
[bookmark: _Hlk505280127]The voltage depression arising from transformer magnetising inrush current is a short-time phenomenon captured by considerations of rapid voltage change. In addition the size of the depression is dependent on the point on wave of switching and the duration of the depression is relatively short in that the voltage recovers substantially in less than 1 s.

	G99
p65
	9.3.4
	1715
	
	G
	Requirements for transformer energisation are now explicitly covered by P28/2.
	“Requirements for the energisation of transformers are defined in EREC P28”
	P28 Issue 2 not yet published.

	G99
P65
	1714
	9.3.3
	
	T
	Insert ‘may’ as the time taken may exceed 1s.
	“…voltage may recovers substantially in less than 1s.
	This change because it changes the sense of the sentence.  Can be addressed in a future review of G99 to reflect P28 issue 2.

	G99
p65
	1715
	9.3.4
	
	G
	
	Replace ‘should’ with ‘shall’.
	Change made

	G99
p65
	1715
	9.3.4
	
	T
	Need to cover all normal operating conditions, including G59 auto-closing.  EREC P28/2 defines normal operating conditions as ’variation of generation/demand, the energisation/de-energisation of plant and equipment as a consequence of temporal, seasonal and operational variability, including credible outages, under which the supply system is designed to operate’.
	Revise text accordingly.
	P28 issue 2 has not been adopted yet so we cannot legitimately use it.  Another reason to prompt a review of G99 to align better with P28/2 when it is published.

	G99
p65
	1721
	9.3.5
	
	G
	
	Replace ‘should’ with ‘shall’.
	Change made

	G99
p65
	1725
	9.4.1
	
	T
	Strictly, voltage unbalance can occur without distortion of the voltage waveform.
	Revise text accordingly.
	Change made:
[bookmark: _Hlk505625743]The connection and operation of Power Generating Modules may cause Phase (Voltage) Unbalance and/or a distortion of the Distribution Network voltage waveform resulting in voltage fluctuations and harmonics.

	G99
p65
	1729
	9.4.2.1
	
	T
	P28 has different limits for Stage 2 and Stage 3 and so the ext could e misconstrued to allow Stage 3 limits without attempting to comply with Stage 2.  Which limits do we mean?  You only get to Stage 3 limits if all practical means to comply with Stage 2 limits have been exhausted.
	[bookmark: _Hlk505625838] ‘ shall not result in flicker that breaches the limits for flicker that is non-compliant with EREC P28’.
	Change made

	G99
p65
	1734
	9.4.2.2
	
	T
	Fault level in isolation may not be sufficient.  X/R ratio may also need to be considered.  The voltage change that is proportional to the flicker severity depends on Rcos θ and Xsin θ.
	Replace ‘fault level’ with ‘supply impedance’.
	Change made

	G99
p66
	1747
	9.4.3.1
	
	T
	The explanation omits the impact that the Generator’s internal network cable susceptance can have on changing the harmonic impedance and creating a resonance,   NB This is the same issue reference in 9.4.3.3.
	[bookmark: _Hlk505626131]Harmonic currents produced within the Generator’s system and modification of the harmonic impedance caused by the addition of the Generator’s installation may cause excessive harmonic voltage distortion in the Distribution Network.
	Change made

	G99
p66
	1747
	9.4.3.1
	
	T
	The third sentence refers to additional equipment but not new.  EREC G5 applies to new connections and modified connections.  Further, the Connection Agreement may impose ongoing conditions.
	Delete third sentence.
	New equipment is additional by definition, and there could be any specific requirement on any topic in the connexion agreement.  I would rather stay as it is because it communicates an important point.

	G99
p66
	1753
	9.4.3.2
	
	E
	
	[bookmark: _Hlk505626219]Add ‘Detailed testing requirements are described in Annex A.7’.
	Change made

	G99
p66
	1745
	9.4.2.3
	
	E
	Should this refer also to Annex A.2 which includes Compliance Verification Reports for flicker/voltage fluctuations?
	
	Ref to form A2-1 or A2-3

	G99
p66
	1753
	9.4.3.2
	
	E
	Should this refer also to Annex A.2 which includes Compliance Verification Reports for harmonic emissions and Annex A.7 which describes detailed testing requirements?
	
	Ref to form A2-1 or A2-3

	G99
p66
	1763
	9.4.3.3
	
	T
	The text is not accurate.  
	Delete text and rely on text added to 9.4.3.1.
	I believe this para exists because of specific issues some DNOs have had.  The wording can doubtless be improved but removing it and just relying on 9.4.3.1 seems to lose an important point.

	G99
p66
	1771
	9.4.4
	
	E
	Use correct term.
	‘Voltage Unbalance’
	Imbalance is better English, even if less common in this context.  I imagine we should be conventional and wrong rather than correct but confusing.

	G99
p66
	1772
	9.4.4.1
	1st sentence 
	T
	P29 does not set Distribution Network compatibility levels for voltage unbalance. The scope of P29 states “The limits relate specifically to the voltage un-balance attributable to the proposed new load and are not intended to be applied as generalised network limits” 
	Amend the first sentence accordingly.  
	Suggest replace with:
EREC P29 is a planning standard which provides limits for voltage unbalance caused by uneven loading of three phase supply systems.

	G99
p66
	1773
	9.4.4.1
	1st sentence
	T
	EREC P29 sets Planning Levels (Limits) not Compatibility Levels.  The latter are set at LV and MV in IEC 61000-2-2 and IEC 61000-2-12.
	Replace ‘compatibility levels’ with planning levels’.
	Sentence has been modified as above

	G99
p66
	1774
	9.4.4.1
	2nd sentence
	
	The text should refer to BS EN 50160.  See DCode DPC 4.2.3.1.  Note that to avoid nuisance tripping of the Generator equipment due to current imbalance or voltage unbalance it is critical that the levels that may occur on the Network are taken into account.  De-rating or oversizing Generator equipment may be necessary to reduce the likelihood of nuisance tripping.
	[bookmark: _Hlk505626469]‘BS EN 50160:2010 ‘Voltage Characteristics of Electricity Supplied by Public Distribution Systems’ contains details of the variations and disturbances to the voltage which shall be taken into account in selecting Equipment from an appropriate specification for installation on or connected to the System.’
	Included:
BS EN 50160 contains details of the variations and disturbances to the voltage which shall be taken into account in selecting equipment from an appropriate specification for installation on or connected to the Distribution Network.
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Please provide comments relating to the specific technical content of EREC G99
	Page No
	Line No
	Clause/ Subclause
	Paragraph Figure/ Table
	Type 
of comment (General/ Technical/Editorial)
	COMMENTS
	Proposed change
	OBSERVATIONS OF THE SECRETARIAT
on each comment submitted

	G99
p66
	1774
	9.4.4.1
	2nd sentence
	T
	P29 does not provide network limits
	“Power Generating Modules should be specified, designed and operated so as to perform satisfactorily under the local network unbalance conditions.
	P29 does provide limits at the pcc which anyone connecting a load has to comply with – this is something tangible that the generator can base a design on.  The proposed change is open ended from a  generators design perspective.
This would be a new requirement which we shouldn’t make at this stage

	G99
p66
	1775
	9.4.4.1
	3rd sentence
	T
	LV voltage unbalance can be substantially higher than the values quoted (due to single phase connections and unbalanced 3 phase and split phase loads). 
Values at 11kV and 6.6kV may also be substantially higher than 1% where the local network includes sections of HV single phase line or cables
	Add caveats
	It is caveated already, albeit softy “rarely exceeds”
This is existing G59 text which we should not change at this point in the consultation

	G99
p67
	1781
	9.4.5
	
	E
	Should this be clause 9.4.4.2?

	Renumber?

	Was wrong in G59 – but have renumbered now

	G99
p67
	1781
	9.4.5
	
	T
	This clause does not align with 4.3 of EREC P29. 
	Clarify that these values apply at the point of common coupling in respect of the unbalance caused by the proposed load
	This is existing G59 text which we should not change at this point in the consultation.  It could be added to a review of G99 prompted by P28 and P29.

	G99
p67
	1789
	9.4.5.2
	
	G
	This doesn’t seem to have anything to do with un-balance.
	Should this be included in the protection section?
	It is the same format as in G59.except para numbering was incorrect now - resolved

	G99
p74
	2049
	10.1.1
	
	G
	A 2 stage approach is only used for over voltage and under frequency
	Remove the second sentence.
	It does say “where practicable” – on balance leave as is.

	G99
p77
	2194
	10.3.6
	
	T
	BSEN 60044 (Instrument Transformers)  has been superseded by BSEN 61869
	Update reference
	Reference updated

	G99
p84
	2442
	10.6.7.1
	Table 10.1
	T
	Should LoM protection for Type Tested generation align with G59/3-3?
	Change to 1.0Hz/s time delay 0.5s
	Not yet – only when G59 changes.

	G99
p88
	2580
	10.6.17
	
	G
	In what sense are the functions organised, ranked or prioritised? What is this trying to achieve
	Please clarify 
	RfG requirement.  It is an inappropriate piece of legislation and we are stuck with it.  Currently it will help demonstrate GB’s compliance with the RfG.

	G99
p96
	2685
	11.1.3.1
	
	E
	Is the binary output provided by the DNO?
	“By default the DNO logic interface will the form of a”
	DNO added in text

	G99
p98
	2750
	11.2.4.2
	
	G
	What impact does the inconsistent power input have?
	Please explain
	RfG requirement – but I think it’s fairly clear.  I’m not sure how we could reword to make it clearer.

	G99
p98
	2762
	11.2.5.1a)
	 
	G
	The paragraph seems to be contradictory. If the droop must be a minimum of 10%  (i.e. a 2% reduction in Active Power  for each 0.1Hz above 50.4Hz)  how can a Generator design their Generating Module with a Droop as low as 2% (i.e. a 0.4% change for each 0.1Hz above 50.4Hz)
	Please clarify
	Droop is a maximum of 10% (ie minimum rate).  No change.

	G99
p98
	2768
	11.2.5.1b)
	
	G
	What is deemed to be an acceptable justification?
	Please clarify
	The RfG provides no clarification.

	G99
p99
	2787
	11.2.5.3
	
	G
	When does the Generator return the output to “not less than the Minimum Generation”? Is this on request of the DNO or NETSO?
	Please clarify
	This is something the generator is allowed to do in real time to protect against operation below minimum level.

	G99
P100
	2822
	11.4.4
	
	T
	The statement is not necessarily correct. Circulating current schemes do not necessarily require power flow (or reactive power flow)  in the forward direction 
	“schemes employed by the DNO often assume..”
“..AVC referenced to the low voltage side may not operate correctly ...”  
	Modification to (G59) text made

	G100
p101
	2859
	12.1.3.4
	
	G
	Reactive Power may also be controlled/specified
	Consider adding a requirement for a 4-20mA signal for Reactive Power 
	RfG A 14.2 Active Power only.  This could be the subject of a future modification if it is required

	G100
p101
	2862
	12.1.3.5
	
	G
	Add Reactive Power option
	Replace “Active Power” with ”Active Power and Reactive Power
	RfG A 14.2 Active Power only.

	G100
p103
	2919
	12.2.4.2
	
	G
	What impact does the inconsistent power input have?
	Please explain
	As above

	G100
p103
	2931
	12.2.5.1a)
	
	G
	The paragraph seems to be contradictory. If the droop must be a minimum of 10%  (i.e. a 2% reduction in Active Power  for each 0.1Hz above 50.4Hz)  how can a Generator design their Generating Module with a Droop as low as 2% (i.e. a 0.4% change for each 0.1Hz above 50.4Hz)
	Please clarify
	As above

	G99
p103
	
	12.2.5.1b)
	
	G
	Does this mean that an initial delay above 2s is acceptable? What is deemed to be an acceptable justification?
	Please clarify
	RfG A13.2.e 
NG will decide on acceptable justification

	G99
p104
	2957
	12.2.5.3
	
	G
	When does the Generator return the output to “not less than the Minimum Generation”? Is this on request of the DNO or NETSO?
	Please clarify
	As above

	G99
p108
	3062
	12.3.4c)
	
	E
	Should this clause be numbered as 12.3.5 as it seems to be relevant to the whole of 12.3
	Renumber as 12.3.5
	The 1st para should have also been for the whole section (2nd para has been deleted).  Mod to 12.3.4a) makes 12.3.4c) make more sense.  Follows NG layout

	G99
P109
	3105
	12.4.5
	
	T
	The statement is not necessarily correct. Circulating current schemes do not necessarily require power flow (or reactive power flow)  in the forward direction 
	“schemes employed by the DNO often assume..”
“..AVC referenced to the low voltage side may not operate correctly ...”  
	Modification to (G59) text made

	G99
p110
	3145
	12.6.2a)
	1st sentence
	E
	Figure 12.5a) and 12.5b) show the requirements for reactive current injection but the term “reactive” is not used within 12.6.2.
	Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p110
	3152
	12.6.2a)
	3rd sentence
	E
	The example uses MW / MVA when the requirement is to inject reactive current. 1.05MVA would only be applicable for a 3 phase voltage depression.

	Use values of current rather than MW / MVA for the example:
If the voltage is 11kV, 1MW equates to 52.49A per phase. Since the generator can produce 1MW over the 0.95 lag to 0.95 lead power factor range its rated current is 52.49A / 0.95 = 55.25A. 
The required reactive current injection is therefore based on a value of 55.25A per phase (as modified by Figure 12.5(a) and 12.5(b)
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p110
	3156
	12.6.2a)
	Final sentence
	
	Should the reactive current injection be in proportion or inverse proportion to the retained voltage (see also clause 12.6.2b) 
The sentence also seems to be ambiguous. For example, if the retained voltage is 0.3pu, at a time of 60mS should the injected current be 0.65x0.3 = 0.195pu or 0.65pu?
	Please clarify


Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p111
	3161
	12.6.2a)
	Figure 12.5a)
	G
	What is meant by “blocking permitted”. See also comment on 12.6.2 c)
 “Blocking” is only used where the generator demonstrates that this is required to prevent transient over-voltage excursions (12.6.2c)). This should made clear.
	Please clarify

Please add note to Fig 12.5a).
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
P111
	3165
	12.6.2.a)
	Figure 12.5.a)
	T
	How does the control scheme know whether the voltage depression will last for less than 140mS or not (before 140mS has elapsed) and hence whether to apply blocking from 80mS onwards, or not (assuming the voltage has recovered to ≥0.85 pu) 
	Please clarify.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p111
	3165
	12.6.2a)
	Figure 12.5b)
	G
	What is meant by “blocking permitted”. See also comment on 12.6.2 c)
 “Blocking” is only used where the generator demonstrates that this is required to prevent transient over-voltage excursions (12.6.2c)). This should made clear.
	Please clarify

Please add note to Fig, 12.5b) to make this clear.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p112
	3169
	12.6.2b)
	1st sentence
	T
	How will the injected current remain in phase with the change in voltage, given that Figure 12.5.a) and 12.5.b) specify reactive current? 
Should the current be proportional to the change in voltage? This seems to contradict 12.6.2a). 
	Please clarify


Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p112
	3171
	12.6.2b)
	2nd sentence
	T
	This sentence suggests the injected current is not entirely reactive (except for a retained voltage of zero). If this is correct this seems to contradict Fig 12.5a) and 12.5b).
The sentence states that the reactive component of current will fall in inverse proportion to the retained voltage. Does this means that for a retained voltage of zero the injected current will be a maximum (presumably the value derived from Fig 12.5a) and b). If the retained voltage is 0.75pu the injected current will be 0.25 x the value derived from Figure 12.5a) and b). Note this seems to contradict 12.6.2a).
In the above example, after 60mS the injected current for a retained voltage of 0.75pu would be 0.65 x 0.25 = 0.1635pu. In this case should the injected value be 0.1635 or 0.65 (i.e. above the shaded area)?
	Please clarify.




Please clarify. An example would help








Please clarify. Again, an example would help.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p112
	3174
	12.6.2b)
	3rd sentence
	T
	The voltage generated by the injected current will depend on the phase angle of the injected current and the impedance into which it is injected. This requirement seems to conflict with the first sentence of this clause and with Figure 12.5a) and 12.5b) which require i) the injected current to be in phase with the change in voltage and ii) which  specify reactive current, respectively.
	Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p112
	3181
	12.6.2.c)
	1st sentence
	T
	The term “block” is not the same as “reduce the current injection”. 

The sentence seems to assume that the initial voltage depression is below 0.85pu, but clause 12.6.2a) requires current injection for retained voltages below 0.9pu.
	Please clarify. Possibly use “reduction of current injection” instead of “block”.  See also the key for  Fig12.5.a) and Fig12.5b)

Clarify the requirement for voltage depressions between 0.9 and 0.85pu where “blocking” is required.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p113
	3229
	13.1.3.4
	
	G
	Reactive Power may also be controlled/specified
	Consider adding a requirement for a 4-20mA signal for  Reactive Power 
	As above

	G99
P113
	3232
	13.1.3.5
	
	G
	Add Reactive Power option
	Consider replacing “Active Power” with ”Active Power and Reactive Power
	As above

	G99
P113
	3236
	13.1.3.6
	
	G
	Add Reactive Power option
	Consider replacing “Active Power” with ”Active Power and Reactive Power
	As above

	G100
p115
	13.2.4.2
	13.2.4.2
	
	G
	What impact does the inconsistent power input have?
	Please explain
	As above

	G100
p115
	3302
	13.2.5.1a)
	
	G
	The paragraph seems to contradict itself. If the droop must be a minimum of 10%  (i.e. a 2% reduction in Active Power  for each 0.1Hz above 50.4Hz)  how can a Generator design their Generating Module with a Droop as low as 2% (i.e. a 0.4% change for each 0.1Hz above 50.4Hz)
	Please clarify
	As above

	G99
p115
	3312
	13.2.5.1
c)
	
	G
	What is deemed to be an acceptable justification?
	Please clarify
	As above

	G99
p116
	3326
	13.2.5.3
	
	G
	When does the Generator return the output to “not less than the Minimum Generation”? Is this on request of the DNO or NETSO?
	Please clarify
	As above

	G99
p116
	3337
	13.2.6.1
a)
	
	G
	The paragraph seems to be contradictory. If a droop of 10% (min.) is required how can a drop of 3 to 5% be acceptable
	Please clarify
	As above

	G99
p116
	3351
	13.2.6.2
b)
	
	G
	What is deemed to be an acceptable justification?
	Please clarify
	As above

	G99
p121
	3446
	13.2.7.3
d)
	
	G
	What is deemed to be an acceptable reason for extending the response time?
	Please clarify
	RfG Article 15 2 d) (iv)
Doesn’t actually say the tech evidence is for the TSO like 13 2 (e) does.  But have now included words to say the DNO will pass this evidence to the NETSO


	G99
p128
	3644
	13.4.7
	
	T
	The statement is not necessarily correct. Circulating current schemes do not necessarily require power flow (or reactive power flow)  in the forward direction 
	“schemes employed by the DNO often assume..”
“..AVC referenced to the low voltage side may not operate correctly ...”  
	Modification to (G59) text made

	G99
p131
	3717
	13.6.2a)
	1st sentence
	E
	Figure 13.14.a) and 12.14.b) show the requirements for reactive current injection but the term “reactive” is not used.
	Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p131
	3723
	13.6.2a)
	3rd sentence
	G
	The example uses MW / MVA when the requirement is to inject reactive current. 10.53MVA would only be applicable for a 3 phase voltage depression.

	Use values of current rather than MW / MVA for the example:
If the voltage is 33kV, 10MW equates to 174.95A per phase. Since the generator can produce 10MW over the 0.95 lag to 0.95 lead power factor range its rated current is 174.959A / 0.95 = 184.16A. 
The required reactive current injection is therefore based on a value of 184.16A per phase (as modified by Figure 13.14.(a) and 13.14.(b)
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p132
	3727
	13.6.2a)
	Final sentence
	G
	Should the reactive current injection be in proportion or inverse proportion to the retained voltage (see also clause 13.6.2b) 
The sentence also seems to be ambiguous. For example, if the retained voltage is 0.3pu, at a time of 60mS should the injected current be 0.65x0.3 = 0.195pu or 0.65pu?
	Please clarify


Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p132
	3732
	13.6.2a)
	Figure 13.14a)
	G
	What is meant by “blocking permitted”. See also comment on 13.6.2 c)
 “Blocking” is only used where the generator demonstrates that this is required to prevent transient over-voltage excursions (13.6.2c)). This should made clear in the diagram.
	Please clarify

Please add note to Fig 13.14.a).
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
P132
	3732
	13.6.2.a)
	Figure 13.14.a)
	T
	How does the control scheme know whether the voltage depression will last for less than 140mS or not (before 140mS has elapsed) and hence whether to apply blocking from 80mS onwards, or not (assuming the voltage has recovered to ≥0.85 pu) 
	Please clarify.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p132
	3737
	13.6.2a)
	Figure 12.5b)
	G
	What is meant by “blocking permitted”. See also comment on 13.6.2 c)
 “Blocking” is only used where the generator demonstrates that this is required to prevent transient over-voltage excursions (13.6.2c)). This should made clear in the diagram
	Please clarify

Please add note to Fig, 13.14.b) make this clear.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p133
	3740
	13.6.2b)
	1st sentence
	T
	How will the injected current remain in phase with the change in voltage, given that Figure 13.14.a) and 13.14.b) specify reactive current? 
Should the current be proportional to the change in voltage? This seems to contradict 13.6.2a). 
	Please clarify


Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p133
	3742
	13.6.2b)
	2nd sentence
	T
	This sentence suggests the injected current is not entirely reactive (except for a retained voltage of zero). If this is correct this seems to contradict Fig 13.14.a) and 13.14.b).
The sentence states that the reactive component of current will fall in inverse proportion to the retained voltage. Does this means that for a retained voltage of zero the injected current will be a maximum (presumably the value derived from Fig 13.14.a) and b). If the retained voltage is 0.75pu the injected current will be 0.25 x the value derived from Figure 13.14.a) and b). Note this seems to contradict 13.6.2a).
In the above example, after 60mS the injected current for a retained voltage of 0.75pu would be 0.65 x 0.25 = 0.1635pu. In this case should the injected value be 0.1635 or 0.65 (i.e. above the shaded area)?
	Please clarify.




Please clarify. An example would help








Please clarify. Again, an example would help.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p133
	3745
	13.6.2b)
	3rd sentence
	T
	The voltage generated by the injected current will depend on the phase angle of the injected current and the impedance into which it is injected. This requirement seems to conflict with the first sentence of this clause and with Figure 13.14.a) and 13.14.b) which require i) the injected current to be in phase with the change in voltage and ii) which  specify reactive current, respectively.
	Please clarify
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near future

	G99
p133
	3181
	13.6.2.c)
	1st sentence
	T
	The term “block” is not the same as “reduce the current injection”. 

The sentence seems to assume that the initial voltage depression is below 0.85pu, but clause 13.6.2a) requires current injection for retained voltages below 0.9pu.
	Please clarify. Possibly use “reduction of current injection” instead of “block”.  See also the key for  Fig13.14..a) and Fig13.14.b)

Clarify the requirement for voltage depressions between 0.9 and 0.85pu where “blocking” is required.
	It is intended that the FFCI requirements are reviewed with NG as part of a separate modification in the near futurev

	G99
p142
	4063
	15.3.1.a)
	
	G
	I believe BS7671 is applicable to LV installations only 
	“, the Electricity Safety Quality and Continuity Regulations 2002 and the Electricity at Work Regulations 1989”
	The installation into which the generator is connected is likely to be LV irrespective of the connexion voltage… these words are G59.  Propose we don’t change them.

	G99
p143
	4117
	15.4.1
	1st para.
	G
	Do these tests need to be carried out on site?
	“.. on site protection commissioning tests are required..” 
	”On site” added

	G99
p146
	4206
	16.1.3
	
	G
	It appears that asynchronous generators (other than inverter connected) cannot be Type Tested. Is this the intention? 
	Address, if necessary.
	Added text from Annex:
Form A2-3 caters for all asynchronous and inverter technologies of any size, with the exception of conventional induction Generating Units. Manufacturers of induction Generating Units may find it more appropriate to use forms A2-2 or A2-1 in preference to A2-3.

	G99
p417
	4220
	16.1.3
	Fig. 16-1
	G
	Asynchronous non-inverter  generators are excluded from 16.1.3 but are referenced in Figure 16-1
	Address this anomaly
	[bookmark: _Hlk505855015]As above

	G99
p170
	5075
	22.1
	
	G
	What are the requirements for asynchronous non inverter type generators?
	Address, as necessary
	As above

	G99
p171
	5078
	22.2
	
	G
	What are the requirements for asynchronous non inverter type generators?
	Address, as necessary
	Additional words have been added to 16.1.3 to address this.

	G99
p175
	5084
	Annex A
	
	E
	It is not clear that Annex A is dedicated to Type A.
	Change title to “Annex A – Type A Generators”
	Type A added 

	G99
p175
	5091
	A.0
	
	G
	5. Compliance – what are the requirements for asynchronous non inverter type generators?
	Address, as necessary
	Believe this is already covered by note in table at bottom of 5:
Form A2-3 is designed for Power Park Modules (excepting induction generators who are advised to use A2-1 or A2-2 as appropriate).

	G99
p178
	4999
	A.2
	
	G
	The document seems to allow generators rated above 50kW to be type tested or partially type tested. Why is it assumed that they a <50kW?
	Consider removing the “assumed to be <50kW” statement. See also the comment on A7.2 below.
	Line 4990.
50 kW is left over from G59.  It appears that whilst we had a process for Type testing synchronous machines < 50 kW nobody used it.  The synchronous machine community have been working with us to produce Form A2-2 and it is this which we think they will use.

	G99
P178
	5002
	A.2
	
	G
	Asynchronous non-inverter generators are not mentioned in 16.1.3 or on the forms themselves
	Amend this sentence or alternatively widen the scope of 16.1.3 and the A2-3 form.
	16.1.3 has been amended

	G99
p179
	5008
	A2
	Fig A.2.1
	G
	See comments on Fig 16-1
	See comments on Fig 16-1
	This should be OK now 16.1.3 has been amended

	G99
p196
	5022
	A2
	Form  A2-3
	G
	Should this form also be applicable to asynchronous non-inverter generators?
	Consider making this form applicable to asynchronous non-inverter generators.
	It’s not so easy… induction generators look more like synchronous for some aspects of testing.  We have left it open to the manufacturer to chose an appropriate route

	G99
P203
	5024
	A2
	Form A2-3
	T
	For >50kW generators the Vector Shift stability requirements should be +/-50 degrees. (i.e. in accordance with G59/3-3 and A2-4)
	Include additional section for >50kW generators
	Type tested gens  = old VS settings at the moment, hopefully this will have moved on my May 18 and we will have 50 deg and 1 Hz/s everywhere

	G99
P204
	5024
	A2
	Form
A2-3
	T
	For >50kW generators the RoCoF stability requirements should be +/-0.95Hz/s (in accordance with G59/3-3 and A2-4)
	Include additional section for >50kW generators
	As above

	G99
p226
	5262
	A7.1.1
	
	T
	BSEN 60044 (Instrument Transformers)  has been superseded by BSEN 61869
	Update reference
	Text replaced BS 61869-2:Instrument Transformers. Additional requirements for current transformers.

	G99
p230
	5452
	A7.1.2.6
	
	T
	Vector shift and RoCoF stability tests are required. See A2-3 (and A2-4). In the case of >50KW generators the stability tests specified in A2-4 should be completed (i.e. +/-50 degrees and +/-0.95Hz/s)
	Please add requirements for these tests.
	
VS and RoCoF stability tests are in all the forms.  The site forms were missing column with Positive and negative VS in them which may have caused confusion.
The requirements will be reviewed when the GC0079 mods can be completed

	G99
p234
	5609
	A7.2
	
	G
	Section A7.2 only applies to <50kW synchronous power generating modules. Can >50kW synchronous power generating modules be type tested?
	Please clarify in A7.2 and elsewhere in the document (e.g. A2). If necessary include specify additional type test requirements for >50kW synchronous power generating units
	Use of A2-3 is explained I the introduction to A-2.


	G99
p234
	5626
	A7.2.1
	
	T
	BSEN 60044 (Instrument Transformers)  has been superseded by BSEN 61869
	Update reference
	Done

	G99
p239
	5856
	A7.2.2.6
	
	T
	Vector shift and RoCoF stability tests are required. See A2-1 (and A2-4)

	Please include details of these stability tests.
	Ref to annex to record results made

	G99
p245
	6060
	Annex B
	
	E
	It is not clear that Annex B is dedicated to Type B generators.
	Change title to “Annex B – Type B Generators”
	Type B added

	G99
p283
	6622
	Annex C
	
	E
	It is not clear that Annex C is dedicated to Type C and Type D generators.
	Change title to “Annex B – Type C and D Generators”
	Type C and Type D added

	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	



